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N TAPE CROTCH SAME

AS DETAIL ABOVE

TOTALLY ENCAPSULATE
CONNECTOR WITH TAPE
OR HEAT SHRINK TUBING

POLYVINYL CHLORIDE ELECTRICAL
TAPE .007” THICK ASTM D-3005 : SELF-FUSING RUBBER TAPE
600V ~ 2 LAYERS, 1/2 LAP OR APPROVED EQUAL

WATERPROOF COATING

SPLICE WITH INSULATED SPRING CONNECTOR

1. PAINT ALL TAPED SPLICES WITH ELECTRICAL WATERPROOF COATING.
2. HEAT SHRINK TUBING (RATED 600V AC) MAY BE USED IN LIEU OF PVC ELECTRICAL TAPE FOR INSULATED SPRING CONNECTORS.
3.DO NOT EXCEED SPRING CONNECTOR MANUFACTURER'S AWG COPPER WIRE SPLICING COMBINATION RECOMMENDATIONS.
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